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Design Criteria – Projected Flows

Flow Condition (mgd) 2030

Average Annual Flow 10.9

Average Day Maximum Month Flow 11.9

Peak Day Flow 13.6

Peak Dry Weather Flow 21.4

Peak Wet Weather Flow 29.1
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Design Criteria – Regulatory Requirements
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• Current WPCF Discharge Requirements
• Future Reclaimed Water Requirements
• Future Total Nitrogen Requirements
• Reliability and Redundancy Requirements 



Project Overview – Work to Date
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3‐Primary Treatment
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4‐Secondary Treatment Improvements
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• Plastic Biofilm 
Carrier Media 
– Current 
manufacturers

IFAS 
Equipment



IFAS Equipment – Retention Screens / Diffuser 
Assemblies
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Plant Effluent Disinfection, Hypochlorite, Plant Water 
Pump Station
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UV Disinfection





Project Overview – Schedule
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Secondary Expansion – Schematic Design

Questions?
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